
SPACE
CIRCUIT
NUMBER

MCP
RATING
(AMPS)

MCCB
FRAME
(AMPS)

TRIP
SETTING
(AMPS)

LOAD
HP

CONDUIT
SIZE

MCC RATING:  480 VOLTS, 3 PHASE, 4 WIRE
MINIMUM BUS BRACING & OVERCURRENT DEVICE
INTERRUPTING RATING:  65,000 SYM RMS AMPS
BUS RATINGS:  800 AMP MAIN BUS,
300 AMP NEUTRAL BUS, 300 AMP GROUND BUS

LOAD
kVA

NEMA
SIZE

LOAD DESCRIPTION
TYPE

OVERCURRENT PROTECTION
STARTER

TYPE
PHASE

FLA

CONNECTED BRANCH CIRCUIT

CONDUCTORS

NEUTRAL CONTROL EGC

REMARKS

NEMA 1 ENCLOSURE

LOCATED IN E-HOUSE
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EXHAUST FAN EF-2

EXHAUST FAN EF-3

EXHAUST FAN EF-4

SPARE
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INDICATION

X (2)

X (2)

X (2)

X (2)

E-STOP FROM AUX. RELAY

E-STOP FROM AUX. RELAY

E-STOP FROM AUX. RELAY

MOTOR CONTROL CENTER "MCC-6" WITH MODBUS CONTROL

800A
MAIN
BREAKER

INCOMING
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FVNR (SIZE 1)
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MOTOR CONTROL
CENTER MCC-6
SCHEDULE AND

ELEVATION
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